ADDENDUM 3

DATE: July 15, 2019

TO: Prospective Bidders

FROM: Facilities Management
5765 Service Building
Orono ME 04469-5765
207-581-2638

RE: ADDENDUM 3 to Bid Documents and Specifications for:

HILLTOP COMMONS ROOF REPLACEMENT
University of Maine; Orono, Maine

This Addendum forms a part of the Contract Documents and modifies the original Bid Documents and Specifications dated June 29, 2019, Addendum 1 dated July 1, 2019, and Addendum 2 dated July 11, 2019. Portions of the bid and contract documents not altered by this Addendum remain in full force.

Acknowledge receipt of this Addendum in the space provided on the Bid Form. Failure to do so may subject Bidder to disqualification.

This Addendum consists of the following:

SPECIFICATIONS

Legal Advertisement and Section 00 11 13 Advertisement for Bids:

DELETE the bids “will be received until 3:00 pm on Tuesday, July 16, 2019, at which time the Bids will be opened and read aloud in Room 109 Service Building.”

REPLACE with the bids “will be received until 3:00 pm on Thursday, July 18, 2019, at which time the Bids will be opened and read aloud in Room 119 Service Building.”

Section 07 54 19 Polyvinyl-Chloride Roofing, Article 2.2:

DELETE Paragraphs A through G.

REPLACE with the following Paragraphs A through D.

“A. Sarnafil G410 PVC Roof System.
B. Carlisle SureFlex 60 Mil PVC Roof System.
C. Johns Manville 60 Mil Min PVC Roof System.
D. Versico Versiflex 60 Mil Min PVC Roof System.”
CLARIFICATIONS

1. CLARIFY the loading dock roof shall be coordinated with Owner. Field verify exact location and adjust all requirements as necessary. Existing drain piping sizing has been determined to be 3 inch diameter. The Contractor shall install roof drains as required to connect to existing piping and shall coordinate with Owner for connections.

END OF ADDENDUM 3